thirteen

HS 019 FIRE RISK ASSESSMENT RECORD FORM

Survey Address:

(42897) - COMMUNAL 1-146 Dawson
House, COMMUNAL 1-146 Dawson
House, Queensway, , TS23 2PA

Type of Fire Risk Assessment

carried out:

Type 1 Fire Risk Assessment: Common
parts only (non-destructive)

Responsible Person:

Thirteen Group

Competent Surveyor: | Les Jones
Survey Date: | 03/01/2023
Type of Premises: | High rise

Use of Premises:

General needs flats

Number of Floors:

14

Relevant Legislation:

Regulatory Reform (Fire Safety ) Order
2005

Enforcing Authority:

Cleveland Fire Brigade

Action Findings

B

N

COMBUSTIBLE
MATERIALS

Number of Medium Priority Actions 7 Days 0

Number of Medium Priority Actions 28 Days 12

Number of Medium Priority Actions 60 Days 1
0

Fire Risk Assessment Actions

6
3
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STRUCTURAL
FEATURES

LIGHTING
(SAFE EGRESS)

MEANS OF ESCAPE  PREMISES RELATED SIGNAGE
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Severity of harm

Negligible Slight Moderate Severe Major
1 2 3 4 5
_ y . Some fire and . .
Fire Risk Matrix Virtually no Limited damage smoke damage; slr-r:tigsf::e::i Probable building
damage, very no risk to life , possibilitydof fre potential dange'r _Ioss, zigtnif‘ijcant antd
localized safety ‘c:ﬁtrreoalléd‘ to personnel and imme: ;?sznr?glger o
danger’ praperty P .
Very little
combustible
Improbable materials, no 1: LOW 2: LOW 3: LOW 4: LOW 5: MEDIUM
obvious sources
of ignition
Some
combustible
Remote materials, no 2: LOW 4: LOW 6: MEDIUM 8: MEDIUM 10: MEDIUM
o obvious sources
= of ignition
_g Combustible
| Possible materiats; 3: LOW 6: MEDIUM 9: MEDIUM 12: HIGH 15: HIGH
= possible sources
2> of ignition
g A large source of
= combustible
Probable materials, likely 4: LOW 8: MEDIUM 12. HIGH 16: HIGH 20: EXTREME
sources of
ignition
Large sources of
Highly com_bustible
probable materials and/or 5: MEDIUM 10: MEDIUM 15: HIGH 20: EXTREME - 25: EXTREME

multiple sources
of ignition.
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